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Supplementary information: 
The test is conducted in the worst case of maximum rated output power. 

 

4.4 Direct current injection (GW10KN-DT) P 

Rated 
output 

current (A) 

Ratio of 
rated output 
power (VA) 

Measured DC output current between terminals Isolated 
transformer

? 

(Yes/No) 

Limit 

(A) L1(A) L2(A) L3(A) 

14,5 25% 0,075 0,046 0,075 No 0,145 

14,5 50% 0,021 0,013 0,023 No 0,145 

14,5 100% 0,025 0,037 0,034 No 0,145 

Remark: Ir=10000/3/230=14,5A 

 

4.4 Direct current injection (GW4000-DT) P 

Rated 
output 

current (A) 

Ratio of 
rated output 
power (VA) 

Measured DC output current between terminals Isolated 
transformer

? 

(Yes/No) 

Limit 

(A) L1(A) L2(A) L3(A) 

5,8 25% 0,013 0,009 0,024 No 0,058 

5,8 50% 0,017  0,012 0,036 No 0,058 

5,8 100% 0,013 0,023 0,028 No 0,058 

Remark: Ir=4000/3/230=5,8A 

 

4.6 Harmonics and waveform distortion (GW10KN-DT) P 

Order 
Harmonic  

Harmonic 
limit % 

Order 
Harmonic  

Harmonic 
limit % 

- L1 L2 L3 - - L1 L2 L3 - 

2 0,38  0,56  0,78 1% 3 0,31  0,37  0,38 4% 

4 0,71  0,71  0,75 1% 5 0,33  0,26  0,24 4% 

6 0,10  0,10  0,15 1% 7 0,20  0,22  0,21 4% 

8 0,18  0,18  0,24 1% 9 0,03  0,07 0,07 4% 

10 0,14  0,16 0,16 0,5% 11 0,06  0,12  0,13 2% 

12 0,03  0,06  0,08 0,5% 13 0,12  0,10  0,13 2% 

14 0,07  0,05  0,06 0,5% 15 0,03  0,04  0,06 2% 

16 0,09  0,06  0,07 0,5% 17 0,10  0,11  0,12 1,5% 

18 0,02  0,03  0,05 0,5% 19 0,13  0,13  0,11 1,5% 

20 0,07  0,10  0,09 0,5% 21 0,01  0,03 0,03 1,5% 



Page 17 of 47  

Report Reference No.: 70.409.17.053.05-00 part 1 of 8 
 

 

Test Report based on TUV IEC 61727A:2004 

              

22 0,05  0,06 0,06 0,5% 23 0,10  0,12  0,10 0,6% 

24 0,02  0,05 0,05 0,5% 25 0,11  0,08  0,10 0,6% 

26 0,04  0,03  0,04 0,5% 27 0,01  0,03  0,04 0,6% 

28 0,05  0,04 0,04 0,5% 29 0,08  0,10  0,11 0,6% 

30 0,01  0,02  0,03 0,5% 31 0,12  0,12  0,11 0,6% 

32 0,04  0,07  0,06 0,5% 33 0,01  0,02 0,02 0,6% 

Total 
harmonic 
distortion 

1,08  1,17  1,35 
5%      

Supplementary information: test at 100% rated power 

 

4.6 Harmonics and waveform distortion (GW9000-DT) P 

Order 
Harmonic  

Harmonic 
limit % 

Order 
Harmonic  

Harmonic 
limit % 

- L1 L2 L3 - - L1 L2 L3 - 

2 0,54  0,33  0,81 1% 3 0,31  0,42  0,40 4% 

4 0,93  0,84  0,92 1% 5 0,17  0,16  0,18 4% 

6 0,12  0,13  0,21 1% 7 0,33  0,37  0,35 4% 

8 0,35  0,41  0,47 1% 9 0,05  0,09  0,10 4% 

10 0,18  0,22  0,21 0,5% 11 0,15  0,24  0,18 2% 

12 0,04  0,08  0,09 0,5% 13 0,33  0,26  0,29 2% 

14 0,08  0,09  0,06 0,5% 15 0,03  0,07  0,09 2% 

16 0,19  0,17  0,15 0,5% 17 0,21  0,26  0,28 1,5% 

18 0,02  0,04  0,06 0,5% 19 0,32  0,30  0,28 1,5% 

20 0,11  0,17  0,15 0,5% 21 0,02  0,04  0,03 1,5% 

22 0,07  0,08 0,08 0,5% 23 0,19  0,22  0,21 0,6% 

24 0,02  0,04 0,04 0,5% 25 0,22  0,17  0,18 0,6% 

26 0,03  0,05  0,04 0,5% 27 0,02  0,06 0,06 0,6% 

28 0,08  0,07  0,06 0,5% 29 0,11  0,14  0,16 0,6% 
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